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Profile Door Elevations Frame Elevations

Pictures of existing door 72E

Jamb Detail @ door 72E

Building 72

Pictures of existing door 85W and 85W Jamb Detail @ door 85W Jamb Detail @ door 85E

Pictures of existing door 120W  and 120S

Building 85

Building 120 Jamb Detail @ door 120W & 120N







1 ELECTRICAL DEMOLITION PLAN
1/4" = 1'-0"

2 LIGHTING PLAN
1/4" = 1'-0"

KEYPLAN
NO SCALE

2 POWER & SIGNAL PLAN
1/4" = 1'-0"



1 OVERALL CCTV/SECURITY PLAN - SHEET INDEX
1" = 50'-0"



1 CCTV/ SECURITY PLAN - BLDG 113 SOUTH
1/8" = 1'-0"

KEYPLAN
NO SCALE
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1 CCTV/ SECURITY PLAN - BLDG 113 NORTH
1/8" = 1'-0"

KEYPLAN
NO SCALE



1 CCTV/ SECURITY PLAN - BLDG 146 WEST AND BLDG 145 SOUTH
1/8" = 1'-0"

KEYPLAN
NO SCALE

”

”



1 CCTV/ SECURITY PLAN - BLDG 146 EAST
1/8" = 1'-0"

KEYPLAN
NO SCALE



1 CCTV/ SECURITY PLAN - BLDG 145 NORTH
1/8" = 1'-0"

KEYPLAN
NO SCALE
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2 CCTV/ SECURITY THIRD FLOOR PLAN - BLDG 145 NORTH
1/8" = 1'-0"

3 CCTV/ SECURITY PLAN - PENHOUSE - BLDG 145 NORTH
1/8" = 1'-0"

4 PENTHOUSE CAMERA MOUNTING DETAIL
NO SCALE



1 CCTV/ SECURITY PLAN - BLDG 148 SOUTHWEST
1/8" = 1'-0"

KEYPLAN
NO SCALE
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1 CCTV/ SECURITY PLAN - BLDG 148 SOUTHEAST
1/8" = 1'-0"

KEYPLAN
NO SCALE



1 CCTV/ SECURITY PLAN - BLDG 148 CENTRAL
1/8" = 1'-0"

KEYPLAN
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1 ELECTRICAL PLAN - BUILDING 144
1/4" = 1'-0"

4 ELECTRICAL PLAN - GARAGE 120
1/4" = 1'-0"

3 ELECTRICAL PLAN - BUILDING 85
1/4" = 1'-0"

2 ELECTRICAL PLAN - DAYCARE - BUILDING 72
1/4" = 1'-0"
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ACCESS CONTROL RISER DIAGRAM
NO SCALE

”

A or AMP AMPERE LA LIGHTNING ARRESTOR

A/C AIR CONDITIONING LT LIGHT

A/E or AE ARCHITECT & ENGINEER LTG LIGHTING

ac ABOVE COUNTER LTS LIGHTS

AC ALTERNATING CURRENT

ADA AMERICANS WITH DISABILITIES ACT MC MECHANICAL CONTRACTOR

AFF ABOVE FINISH FLOOR MCB MAIN CIRCUIT BREAKER

AFG ABOVE FINISH GRADE MCC MOTOR CONTROL CENTER

AFI or AFCI ARC FAULT CIRCUIT INTERRUPTER MCM THOUSAND CIRCULAR MILS

AHJ AUTHORITY HAVING JURISDICTION MDP MAIN DISTRIBUTION PANEL

AHU AIR HANDLING UNIT MECH MECHANICAL

AIC AMPERES INTERRUPTING CURRENT MFS MAIN FUSIBLE SWITCH

AL ALUMINUM MH METAL HALIDE

ANN ANNUNCIATOR MLO MAIN LUG ONLY

AS AUTOMATIC SENSORS MON MONITOR

AWG AMERICAN WIRE GAUGE MSB MAIN SWITCHBOARD

MTD MOUNTED

bc BELOW COUNTER MTS MOTOR THERMAL SWITCH

BC BELOW COUNTER MV MERCURY VAPOR

BH BASKETBALL HOOP OPER

BL BLEACHER ELECTRIC OPERATOR NA or N/A NOT APPLICABLE

BRD or BD BOARD NC NORMALLY CLOSED

BUH BLAST UNIT HEATER NEC NATIONAL ELECTRICAL CODE
NEMA NATIONAL ELECTRICAL MANUFACTURERS

C or COND CONDUIT ASSOCIATION

C/B or CB CIRCUIT BREAKER NEU, NEUT or N NEUTRAL

CAT CATEGORY NF NON-FUSED

CCT or CKT CIRCUIT NL NIGHT LIGHT

CM CARBON MONOXIDE SENSOR NO NORMALLY OPEN

CO CARBON MONOXIDE

COMB COMBINATION OFF, OF,  or OFC OFFICE

CONF CONFERENCE OH OVERHEAD

CP CEILING PROJECTOR OHD OVERHEAD DOOR

CTC CABLE TERMINATION CABINET

Cu or CU COPPER P POLE

CU CONDENSING UNIT PA PUBLIC ADDRESS

CUH CABINET UNIT HEATER PB PUSH BUTTON

PH PHASE

DC DIRECT CURRENT PLBG PLUMBING

DC DISTRIBUTION CABINET PNL PANEL

DP DISTRIBUTION PANEL PR or pr PAIR

DISC DISCONNECT PRV POWER ROOF VENTILATOR

DISP DISPOSAL PS PULL SWITCH

DL DOCK LEVELER PS PROTECTION SCREEN

DN or DWN DOWN PTZ PAN TILT ZOOM

DR DOOR PVC POLYVINYL CHLORIDE

DVR DIGITAL VIDEO RECORDER PWR POWER

DWG DRAWING

RCP REFLECTED CEILING PLAN

EC ELECTRICAL CONTRACTOR REC or RECEPT RECEPTACLE

EC ELECTRICAL CABINET REF or REFRIG REFRIGERATOR

EF EXHAUST FAN RF RADIO FREQUENCY

EH ELECTRICAL HEAT RH RADIANT HEAT

ELEC ELECTRIC OR ELECTRICAL RH RANGE HOOD

EHD ELECTRIC HAND DRYER RLY RELAY

EM or EMERG EMERGENCY RM ROOM

EMT ELECTRICAL METALLIC TUBING RMS 0

ENT ELECTRICAL NON-METALLIC TUBING SCC SHORT CIRCUIT CURRENT

EUH ELECTRIC UNIT HEATER SD SMOKE DETECTOR

EWC ELECTRIC WATER COOLER SFR SAFETY RECEPTACLE

EX EXISTING SFTY SAFETY

EXP EXPLOSION PROOF SHLD SHIELD OR SHIELDED

SIG SIGNAL

F or FUS FUSE OR FUSIBLE SMR SURFACE MOUNT RACEWAY

FA FIRE ALARM SN SOLID NEUTRAL

FAAP FIRE ALARM ANNUNCIATOR PANEL SP SUMP PUMP

FACP FIRE ALARM CONTROL PANEL SPECS SPECIFICATIONS

FBO FURNISHED BY OTHERS SPKR SPEAKER

FL, FLU or FLUOR FLUORESCENT SPR SPLIT WIRE RECEPTACLE

FLA FULL LOAD AMPERES SW SWITCH

FVNR FULL VOLTAGE, NON-REVERSING SWBD SWITCH BOARD

FVR FULL VOLTAGE, REVERSING

TC TEMPERATURE CONTROL

GC GENERAL CONTRACTOR TC TELEPHONE CABINET

GD GARBAGE DISPOSAL TCC TEMPERATURE CONTROL CONTRACTOR

GEN GENERATOR TEL TELEPHONE

GFI or GFCI GROUND FAULT CIRCUIT INTERRUPTER TL TWIST LOCK

GRC GALVANIZED RIGID CONDUIT TR, TRANS or TRFMR TRANSFORMER

GND or GRND GROUND TTB TELEPHONE TERMINATION BOARD

TV TELEVISION

H & AC HEATING & AIR CONDITIONING TVSS TRANSIENT VOLTAGE SURGE SUPPRESSION

H & V HEATING & VENTILATING TYP TYPICAL

HA HANDICAP ACCESS DOOR

HD HAND DRYER UG UNDERGROUND

HID HIGH INTENSITY DISCHARGE UH UNIT HEATER

HP HORSE POWER UV UNIT VENTILATOR

HPS HIGH PRESSURE SODIUM

HTG HEATING V VOLT

HTR HEATER VFD VARIABLE FREQUENCY DRIVE
HVAC HEATING, VENTILATION &

AIR CONDITIONING W WATT OR WIRE

HZ HERTZ (CYCLES/SEC) W/ WITH

W/O WITHOUT

IC INTERRUPTING CURRENT WP WEATHERPROOF

IGR ISOLATED GROUND RECEPTACLE WTR or H20 WATER

IMC INTERMEDIATE METAL CONDUIT WS WINDOW SHADE

INC INCANDESCENT

ISO ISOLATED OR ISOLATION XFMR TRANSFORMER

J, JB or J-BOX JUNCTION BOX Y WYE CONNECTION

KCMIL THOUSAND CIRCULAR MILS \U+0278 PHASE

KV KILOVOLT

KVA KILOVOLT - AMPERE \U+0394 DELTA

KVAR KILOVOLT - AMPERE REACTIVE

KW KILOWATT

KWH KILOWATT - HOUR

ELECTRICAL ABBREVIATIONS
A STANDARD LIST. NOT ALL WORDS APPEAR IN THESE DRAWINGS.

SEE SPECIFICATION SECTION "EQUIPMENT WIRING" FOR ADDITIONAL INFORMATION AND REQUIREMENTS.

CAMERA SHOWN

DESIGNATION ON DWG

LETTER SHEET # REMARKS
C1 E3.00 X X X X NOTES: 4
C2 E3.00 X X NOTES: 2
C3 E3.00 X X NOTES: 2
C4 E3.00 X X X X NOTES: 4
C5 E3.00 X X NOTES: 2
C6 E3.00 X X NOTES: 2
C7 E3.00 X X NOTES: 2
C8 E3.00 X X NOTES: 2
C9 E3.00 X X NOTES: 2, 3
C10 E3.00 X X NOTES: 2
C11 E3.00 X X NOTES: 2
C12 E3.00 X X NOTES: 2
C13 E3.00 X X NOTES: 2
C14 E4.00 X X NOTES: 2, 3
C15 E4.00 X X NOTES: 2, 3
C16 E4.00 X X NOTES: 2
C17 E4.00 X X NOTES: 2
C18 E4.00 X X NOTES: 2
C19 E4.00 X X X X NOTES: 4
C20 E4.00 X X NOTES: 2
C21 E3.00 X X NOTES: 1
C22 E4.00 X X NOTES: 2
C23 E4.00 X X NOTES: 2
C24 E5.00 X X NOTES: 1
C25 E5.00 X X NOTES: 2, 3
C26 E5.00 X X NOTES: 2, 3
C27 E5.00 X X NOTES: 2
C28 E5.00 X X NOTES: 2
C29 E5.00 X X NOTES: 2
C30 E5.00 X X NOTES: 2
C31 E5.00 X X NOTES: 2, 3
C32 E5.00 X X NOTES: 2
C33 E5.00 X X X X NOTES: 4
C34 E5.00 X X
C35 E5.00 X X NOTES: 1
C36 E5.00 X X NOTES: 2
C37 E5.00 X X NOTES: 2
C38 E6.00 X X NOTES: 1
C39 E6.00 X X NOTES: 5
C40 E6.00 X X
C41 E6.00 X X NOTES: 1
C42 E6.00 X X X X NOTES: 4
C43 E6.00 X X X X NOTES: 4
C44 E7.00 X X NOTES: 1
C45 E7.00 X X X X NOTES: 4
C46 E7.00 X X NOTES: 2
C47 E7.00 X X X X NOTES: 4
C48 E7.00 X X NOTES: 2
C49 E7.00 X X NOTES: 1
C50 E7.00 X X NOTES: 2
C51 E7.00 X X NOTES: 2
C52 E7.00 X X X X NOTES: 4
C53 E7.00 X X NOTES: 2
C54 E7.00 X X NOTES: 2
C55 E7.00 X X X X NOTES: 4
C56 E7.00 X X NOTES: 1
C57 E8.00 X X NOTES: 6
C58 E8.00 X X NOTES: 6
C59 E8.00 X X NOTES: 6
C60 E8.00 X X NOTES: 6
C61 E8.00 X X NOTES: 2
C62 E8.00 X X NOTES: 2
C63 E8.00 X X X X NOTES: 4
C64 E8.00 X X NOTES: 2
C65 E8.00 X X NOTES: 2
C66 E8.00 X X X X NOTES: 4
C67 E8.00 X X X X NOTES: 4
C68 E8.00 X X NOTES: 2
C69 E8.00 X X NOTES: 2
C70 E8.00 X X X X NOTES: 4
C71 E8.00 X X NOTES: 2
C72 E9.00 X X NOTES: 2
C73 E9.00 X X NOTES: 2
C74 E9.00 X X NOTES: 2
C75 E9.00 X X NOTES: 2
C76 E9.00 X X NOTES: 2
C77 E9.00 X X NOTES: 2
C78 E9.00 X X NOTES: 2
C79 E9.00 X X NOTES: 2
C80 E9.00 X X NOTES: 2
C81 E10.00 X X NOTES: 1
C82 E10.00 X X NOTES: 2
C83 E10.00 X X NOTES: 2
C84 E10.00 X X NOTES: 2
C85 E10.00 X X NOTES: 2
C86 E10.00 X X
C87 E10.00 X X X X NOTES: 4
C88 E8.00 X X NOTES: 2, 3
C89 E4.00 X X X X NOTES: 4
C90 E11.00 X X X X NOTES: 4, 7
C91 E11.00 X X X X NOTES: 4, 7
C92 E11.00 X X X X NOTES: 4, 7
C93 E11.00 X X NOTES: 8
C94 E11.00 X X NOTES: 8
C95 E11.00 X X NOTES: 8
C96 E11.00 X X NOTES: 8
C97 E11.00 X X NOTES: 8
C98 E11.00 X X NOTES: 8
C99 E11.00 X X NOTES: 8

C100 E11.00 X X X X NOTES: 4
C101 E11.00 X X
C102 E11.00 X X X X NOTES: 4, 7
C103 E11.00 X X X X NOTES: 4, 7
C104 E11.00 X X NOTES: 2
C105 E11.00 X X NOTES: 2
C106 E11.00 X X NOTES: 8
C107 E11.00 X X X NOTES: 4, 7
C108 E11.00 X X X NOTES: 4, 7
C109 E11.00 X X NOTES: 9
C110 E11.00 X X NOTES: 9
C111 E7.00 X NOTES: 10

        BEHIND CAMERA ENCLOSURE TO ENSURE WEATHER TIGHT SEAL.
  8.  CAMERA IS BEING MOUNTED ON HARD CEILING.  CONTRACTOR TO ROUTE ALL CABLING TO CAMERA THROUGH ATTIC SPACE.
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  5.  CAMERA IS BEING MOUNTED ON HARD CEILING IN AN UNFINISHED SPACE.  CONTRACTOR MAY SURFACE MOUNT CONDUIT TO CAMERA.
  6.  CAMERA IS BEING MOUNTED ON HARD CEILING IN CORNER IN AN ISOLATION ROOM. CONTRACTOR TO PROVIDE VANDAL RESISTANT ENCLOSURE

  4.  PROVIDE 120V CONNECTION AND 12V DC TRANSFORMER FOR HEATER/BLOWER.
  3.  CAMERA IS BEING MOUNTED OVER COUNTER.  CAMERA TO VIEW ACTIVITY ON COUNTER.
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CCTV CAMERA SCHEDULE

NOTES:
  1.  CAMERA IS BEING MOUNTED ON HARD CEILING.  CONTRACTOR WILL NEED TO PROVIDE WIREMOLD FOR ALL CABLING TO CAMERA.
  2.  CAMERA IS BEING MOUNTED IN LAY-IN CEILING.  CONTRACTOR TO PROVIDE INDEPENDENT SUPPORT FOR CAMERA FROM STRUCTURE.

  9.  CAMERA IS BEING MOUNTED ON WALL.  CONTRACTOR TO ROUTE ALL CABLING TO CAMERA THROUGH ATTIC SPACE AND THEN INSIDE
        WALL DOWN TO CAMERA LOCATION.
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  7.  CAMERA IS BEING MOUNTED ON EXTERIOR ROCK WALL.  CONTRACTOR WILL NEED TO PROVIDE PLYWOOD BACKING TO PROVIDE A SURFACE

  10.  POST MOUNTED CAMERA ABOVE BUILDING 145 PENTHOUSE ROOF.

       WITH INFRARED (IR) LIGHTING FOR COVERAGE OF ROOM SERVED.

CAMERA TYPE MOUNTING OPTIONS
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